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Abstract
In the era of new technologies and with the growing need
for reliable ecological energy supplies, researchers eyes
are diverted towards reducing the energy consumption of
buildings which becomes a major concern that requires
a variety of actors being involved (e.g., building owners,
energy/facility managers, occupants, data scientist), who
have different expertise and need to use different tools
This paper introduces BEMServer, an open source Build-
ing Energy Management system solution built to ease the
integration of data analytic and visualization services into
building and energy domain applications. It handles het-
erogeneous data in a transparent way by providing a clear
and unambiguous semantic representation of the modeled
resources. To do so, BEMServer integrates the OntoH2G
formal ontology at its core. The architecture of BEM-
Server, the design and use of OntoH2G in the solution, as
well as the suitability of BEMServer as a middleware in
the H2020 project Hit2Gap are described

Introduction
It is stated that buildings account for more than 40% of
the energy consumed worldwide and for more than 30% of
the global CO2 emission, as already shown in Shaikh et al.
(2014), Costa et al. (2013), and the Commission (2018).
Reducing energy consumption in buildings is challenging
in many respects. First of all, it is necessary to involve
all building actors, from experts (energy manager, ES-
COs, facility managers) to non-experts (occupants, build-
ing owners). Different users need different tools, therefore
a building energy management system needs to be modu-
lar. Secondly, most of the currently monitored buildings
are equipped with a Building Management System (BMS)
to collect data from different sources, meters, sensors, ac-
tuators, or set points. BMSs are closed system, which are
not service oriented, with poor evolution capacities: ex-

tracting and adding values to data stored in BMSs is often
a tedious work; communicating with legacy sensors re-
quires handling specific protocols such as BACNet, Mod-
bus, or LonWorks, to mention some. Deploying solutions
in various buildings can only be achieved by adopting open
standards instead of proprietary technologies. Finally, de-
velopers of services need description on the data captured
by the monitoring system in order to select those of interest
for post-processing or visualization; for buildings which
are equipped with hundreds of sensors, the task of energy
or facility managers must also be facilitated by attaching
a clear and unambiguous semantic to the different data
sources.
On one hand, the amount of available information from
buildings is dramatically increasing; on the other one, data
science has brought novel solutions to add value to such a
massive amount of information. Bridging data extraction
and data treatment is required to accelerate the deploy-
ment of energy applications at a bigger scale. Moreover,
all actors must be part of making buildings greener and the
situation requires adapting tools to different types of users,
while offering interoperability and the capacity of integrat-
ing different tools, applications, and protocols, through a
semantic data model. To address the aforementioned draw-
backs, BEMServer is presented as an open source platform
to deploy Building Energy Management Systems (BEMS),
with multiple layers of functionalities (see Figure 1), aimed
at providing:

• Data abstraction. BEMServer integrates a semantic
data model to represent the monitored data collected
from different sources; it also offers REST APIs to
access, manipulate, and visualize those data; thus
developers and end users do not need to know how
data are collected but only focus on how valuable they
are to them; the Semantic layer in Figure 1 acts as an
abstraction layer;

http://doi.org/10.35490/EC3.2019.176
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Figure 1: BEMServer layers of functionalities

• Services integration and interaction. BEMServer en-
sures interaction between services, since results gen-
erated by different services can be reused by other
external modules; this interaction facilitates a better
collaborative work between complex modules (for in-
stance, machine learning based services, energy sim-
ulation, front-end applications . . . ), and the power of
composing services to deliver the best output;

• Data access control. To protect confidential and sen-
sible data, BEMServer implements a security layer
that ensures a secure connection in a multi-tenant en-
vironment: users can only access data on specific
buildings, and from specific services, and can per-
form operations according to the rights conceded.

The paper is structured as follows. We first provide a state
of the art of solutions similar to BEMServer, and other
ontologies similar to OntoH2G, the core data model used
in BEMServer. We then provide details on the architecture
and the main functionalities of BEMServer, with a focus
on the semantic layer. The third section is dedicated to a
demonstration of the suitability of the solution through its
use in the Hit2Gap project1, in which BEMServer is used to
deploy smart monitoring solutions on four different sites.
Finally, we point out conclusions and future works.

Related works
In this section, we provide a comparative study of different
data models used for building monitoring purpose, as well
as building energy management software.

Data models

The use of linked data has gained interest in recent years as
a solution to the complexity of modelling buildings with
information relevant to different domains (architecture,
energy, structural engineering, . . . ). As such, ifcOWL
in Beetz et al. (2009), is an RDF translation if the IFC
schema: it is therefore an important reference thanks to the
high level of modelled information, but suffers from being
too verbose and not domain specific, just as IFC files do.

1http://www.hit2gap.eu/

More recently, the Building Ontology Topology (BOT) 2
model was proposed by Rasmussen et al. (2017) within the
Linked Building Data W3C working group as the angular
ontology that could be used to develop building-related
domain ontologies on top of it.
At the operational level, different models have been pro-
posed to describe sensors and building equipment that are
monitored. The SOSA ontology proposed by Janowicz
et al. (2018) describes sensors and actuators, and the SSN
one in Compton et al. (2012) extends it to sensors networks.
SOSA and SSN are now widely accepted as standards and
are W3C recommendations. They also integrate concepts
to store actual measure points, which is a questionable
choice since triple stores (i.e. RDF-dedicated storage such
as Jena or Stardog) perform poorly when dealing with a
big amount of data, like monitoring time series data, while
specific time series storage solutions exist.
Several ontologies focus on modeling building equip-
ment. The BASOnt ontology, proposed by Ploennigs
et al. (2012), integrates building infrastructure, devices,
and data points but does not seem to address the role of
occupant information in the overall building management,
which could help authorities to elaborate newer manage-
ment strategies or policies focused on specific building
usage at different levels (operational, managerial, or tech-
nical). Additionally, it does not seem to be open.
The SAREF ontology, first designed by Daniele et al.
(2015), integrates elements related to building equip-
ment, such as HVAC systems, and monitoring devices.
While many of these concepts can easily be used to align
the SAREF ontology with ifcOwl or SOSA, the ontol-
ogy seems quite incomplete in the description of building
equipment, sensors locations, or occupants integration.
Haystack is a tagging model led by the Corporation (2014)
and used to represent the metrology building information
in a lightweight strategy. It is far from obvious how to
link it with existing building data models like ifcOwl or
BOT, since it is a tagging model and not a formal ontology
(although an OWL translation of Haystack was proposed
in Charpenay et al. (2015)). Moreover, no inference engine
can be run on it in a straightforward way to create new
relations.
The Brick Schema, presented by Balaji et al. (2016), can
be assumed to be the most complete model. It is an RDF
formatted ontology for building equipment and monitoring
devices. A great number of concepts are described in the
model; it is already aligned with both ifcOwl and BOT.
Additionally, contributors of the model provide a bridge
between Brick and Haystack, which is a popular system in
commercial applications.
More recently, Terkaj et al. (2017) proposed a building au-

2https://w3c-lbd-cg.github.io/bot/

http://www.hit2gap.eu/
https://w3c-lbd-cg.github.io/bot/
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Table 1: Specific Domain Ontologies
Name Dimensions Language Building Domain
ifcOWL 20644 (Axioms) 1315 (classes) OWL Generic
BOT 439 (axioms) 9 (classes) 14 (properties) RDF/OWL Generic
Haystack – – Operation - Monitoring
Brick Schema 19365 (axioms) 313 (classes) RDF Operation - Monitoring
SAREF 1111 (axioms) 92 (classes) 36 (properties) TTL Operation - Monitoring
BACS 2165 (axioms) 244 (classes) 95 (properties) OWL Operation - Monitoring
CTRLont 144 (axioms) 13 (classes) 11 (properties) TTL/OWL Operation - Monitoring

tomation and control systems (BACS) ontology to model
automation systems, building appliances, physical devices
and their relations. It is aligned with other ontologies (such
as SOSA, SSN, and BOT) and offers a detailed representa-
tion of automation states and functioning. The CTRLOnt,
proposed by Schneider et al. (2017) also models building
automation systems (i.e., devices that have the possibility
to collect data, but also to control devices).
Table 1 shows a summary of these ontologies.

Energy building monitoring platforms

While many ontologies were developed to describe build-
ing monitoring systems, few energy management applica-
tions built on top of these models seem to exist.
McGibney et al. (2016), propose OpenBMS as an IoT-
based architecture to manage blocks of buildings. An
extension of the BASOnt ontology is used at the core of
OpenBMS. BASOnt being aligned with ifcOwl, it makes
OpenBMS a BIM-compliant system, although the integra-
tion of BIM data is not explicitly mentioned as a function-
ality of the platform. Additionally, there is no reference
to the integration of some preprocessing services and how
the data quality is handled in OpenBMS.
The BOSS (Building Operating System Services) archi-
tecture, proposed by Dawson-Haggerty et al. (2013), is
divided into five layers: (i) the hardware presentation layer,
that handles a direct communication with different on-site
devices to expose the very same data to some standard
REST APIs; (ii) the hardware abstraction layer that se-
manticizes collected data; (iii) the time series management
layer to store and preprocess data points; (iv) the control
transaction layer to be used by external services that can
control buildings systems through a BOSS implementa-
tion; and (v) the authorization layer that handles control
access. The integration of semantic into BOSS is not fully
detailed and does not seem to rely on W3C recommenda-
tions, both on the technologies used (i.e. SPARQL query
language) and on the models used (i.e. SOSA, ifcOwl).
While formal ontologies are relevant to associate some
semantic to measure points, triple stores performance is
low when handling actual time series values. To solve

this issue, a hybrid architecture is presented in Hu et al.
(2016), where both semantic data and actual values of
measure points are handled. The architecture is generic in
the sense that different storage solutions can be handled
and described into an RDF-based ontology (RDF-DB), to
ease the integration of new storage solutions; in this work,
time series data are stored in relational databases.
Other solutions, freely available or commercial, offer ser-
vices to collect, analyze, and process data for energy man-
agement, but they do not implement a semantic data model.
Such are the cases with the open source solutions from
Al Faruque and Vatanparvar (2016) and Pan et al. (2015),
and the commercial Skyspark 3 solution, which limits these
solutions in terms of interoperability, and evolution. Nev-
ertheless, Skyspark is interesting in many aspects: it has a
capacity to handle a huge variety of proprietary protocols
(e.g. KNX, BACNet) that are used in building monitoring
systems, and to offer the possibility for end users to config-
ure their own data visualization modules. It also integrates
a rule-based language to generate alerts.
Finally, some initiatives to push the community towards
using formal ontologies at the core of building energy
monitoring applications exist. For instance, the Brick’s
consortium encourages to do so, but exposing data through
a SPARQL endpoint is a barrier for application developers
that would need to develop their own SPARQL queries,
instead of using more popular SOAP or REST APIs.

BEMServer - Technical description
In this section, the overall architecture of BEMServer is in-
troduced, its main functionalities are presented, and some
insights on the semantic data model are given.

Overall architecture

BEMServer aims at being a core solution to deploy smart
energy building solutions that are: (i) modular; (ii) exten-
sible; and (iii) secure. A variety of data needs to be stored
and exposed to end-users and connected services. Three
main categories of data were identified: (i) time series

3https://skyfoundry.com/product
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Figure 2: BEMServer architecture

data (i.e. sequences of timestamps/values pairs), which
are data points collected by sensors/meters, set points on
HVAC (Heating, Ventilation, and Air Conditioning) sys-
tems, and potentially data generated by services (such as
predictive services); (ii) events which are elements gen-
erated by additional services, such as errors detected on
sensors or identified potential energy savings; and finally
(iii) metadata, which is information used to attach seman-
tic to the data stored and exposed; as an example, metadata
consist of all the data that is required to describe the value
points collected by a sensor measuring the temperature of
an exhaust air zone of an air handling unit. The man-
agement of metadata is one of the core functionalities of
BEMServer, and it is detailed in the next subsection.
The functional architecture of BEMServer is depicted in
Figure 2. It is composed of four layers: (i) the Field
Level, where on-site data is collected from meters, sen-
sors, BMSs, etc., but also from documents like IFC4 files;
(ii) the Extract-Transform-Load (ETL) Level, that is
used to connect the BEMServer services with the Field
Level; this layer is in charge of collecting on-site data, from
smart sensors/meters, to data stored in traditional BMSs,
but also building descriptions through IFC files or ad hoc
Excel files, and occupants answers to questionnaires; (iii)
the Storage Level in charge of keeping track and seman-
ticizing data; in this level, several technologies are used
to deal correctly and efficiently with the heterogeneity of
the data stored: a Time Series Database (TSDB) solution
is used to store continuous monitoring data; the current
implementation makes use of the HDF5 file format; a re-
lational database (RDB) is used to store events; and (iv)

4http://www.buildingsmart-tech.org/specifications/ifc-overview

the Management (Orchestration) Level, where different
services can be plugged to the BEMServer so as to deliver
some added value to the data stored and shared within the
platform; all the data handled in BEMServer are exposed
via standard REST APIs, running over the HTTP protocol.
REST APIs are widely adopted in the SaaS industry, and it
ensures a homogeneous data access to BEMServer clients,
hiding the complexity of using three different data storage
solutions.
The secure access is provided through: (i) SSL encryption
over HTTP communications; (ii) the delivery of cookie
sessions to BEMServer clients; and (iii) the implementa-
tion of a Role-Based Access Control to reduce the scope
of available resources and operations for registered users.
BEMServer has been developed to manage all these data
in a transparent way for end-users and to connect the two
sides of the same smart building coin: the Field Level and
the Management Level.

The Semantic Data Model

Numerical values returned by sensors are useless with-
out a meaning. In the double-blind architecture proposed
through the BEMServer, it is necessary to attach semantic
to the data extracted from sensors, smart devices, question-
naires, etc. OntoH2G, the formal ontology used at the core
of BEMServer (presented in Chbeir et al. (2018)), allows
to describe building infrastructure, including physical and
digital entities, as well as user-building interactions not
only in the form of activities but also comfort require-
ments, user preferences, and other aspects that motivate
users to interact with the building. In order to do so,
different domain specific ontologies are aligned, among
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which:

• SOSA (Sensor, Observation, Sample, and Actuator)
ontology, a W3C recommendation used to describe
sensors, actuators, and measures, while offering vari-
ous concepts to ease the alignment with other ontolo-
gies;

• ifcOwl, used to describe building infrastructures and
equipment; ifcOwl is the OWL version of usual EX-
PRESS formatted IFC files; as such it offers concepts
covering many areas of interest in building descrip-
tions, from infrastructure, energy equipment, mea-
surement devices, to the geometry;

• Haystack, a tagging system developed by major BMSs
vendors, and it is being increasingly adopted by smart
building software industries, with the goal of becom-
ing a standard so that new generations of smart mea-
surement devices can integrate tags and attach them
to the data points sent.

SOSA has the expressive and flexibility power of formal
ontologies and can easily be linked to other ontologies, but
it does not contain any information on building equipment
and does not describe any of the relations that can be use-
ful to monitor complex building heating or cooling assets,
for instance. Thus, OntoH2G aligns SOSA with ifcOwl, to
complement the semantic needed in BMSs. Additionally,
ifcOwl is augmented with some features, and simplified
to represent walls adjacency or space adjacency for in-
stance. While SOSA can be used to store actual measures
performed by sensors, those are stored in a time series
storage solution, for performance reason. Each measure
is then related to an ID to access actual time series, in the
OntoH2G model.
The ifcOwl ontology, even if rich of concepts, is not spe-
cific to the building monitoring domain. In particular,
relating an Observation with a particular element of an
HVAC system cannot be done in an obvious way. To fill
this gap, OntoH2G is augmented with concepts extracted
from the Haystack project. Haystack is a simple tagging
system, not a formal ontology and is therefore hard to bind
to a formal building description, but it contains descrip-
tion of complex measurement types, that can be made in
the context of building systems monitoring. Figure 35
provides an example of an AHU (Air Handler Unit) dis-
charge air temperature measure, using the Haystack tag-
ging system. The measure is associated to a specific part
of an equipment, (i.e., the discharge part of an air handling
unit), a kind (i.e., number), a unit (i.e., degree Fahrenheit),
a physical element (i.e., air), and an observation type (i.e.,
temperature).

5The example is taken from https://project-haystack.org/
tag/point

id: @whitehouse.ahu3.dat
dis: "White House AHU-3
DischargeAirTemp"
point
siteRef: @whitehouse
equipRef: @whitehouse.ahu3
discharge
air
temp
sensor
kind: "Number"
unit: "°F"

Figure 3: Example of a measure representation in
Haystack

In the scope of BEMServer, coupling SOSA and Haystack
is done considering concepts in ifcOwl which share some
concepts with both SOSA (i.e., Sensors) and Haystack
(i.e., building HVAC equipment: air handling units, coils,
heaters, boilers).
Our proposal for OntoH2G does not rely on a simple align-
ment of the Haystack ontology in Charpenay et al. (2015)
with SOSA and ifcOwl, for efficiency reasons: both ifcOwl
and the Haystack are verbose, being direct translation of
some formats into OWL triples. This direct translation
would have an impact on the complexity of an instance
creation (because intermediate relations would need to be
created) and on the response time on queries. Thus, the
adaptation of OntoH2G for BEMServer, instead, is focused
on enriching SOSA and ifcOwl with relations, classes, and
individuals of relevance for BEMServer based on the in-
formation described in Haystack.
The following concepts from Haystack and ifcOwl are
integrated into OntoH2G:

• Spatial elements: an observation may be related to
some specific zones; it is particularly true for ambient
sensors, i.e., those who perform some measurements
like temperature, humidity, CO2 rate, in a specific
zone of a building

• Equipment: in particular representing HVAC equip-
ment, which are heavy energy consumers. Those
systems are often monitored in big buildings to en-
sure they are not deteriorated, or even not badly pro-
grammed.

• The type of observation: observation type entails
the physical measurement (e.g., temperature, energy,
power) and also the physical medium (e.g., air, oil,
water).

• The unit: that needs to be coherent with the physical
measurement.

https://project-haystack.org/tag/point
https://project-haystack.org/tag/point
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Figure 4: Classes and relations related to measures in OntoH2G

Additionally, more information needs to be modeled to
assist end-users and services running on the time series to
discriminate data:

• Is the observation a set point? A set point is a pro-
grammed value, not an observation (for instance, it
can be the minimal temperature at which the heating
system needs to be turned on). For services running
simulations or energy consumption prediction, this
data is particularly important and can be integrated
in models.

• How is the observation made? Two modes are
modeled in BEMServer ontology: observations per-
formed at a fix frequency rate and those performed
when a change of value is observed (for instance, a
sensor checking the open/close status of a window,
or valve). Such data are important in the BEMServer
architecture and in particular for the missing data de-
tection/correction services.

The final proposition is represented in Figure 4. The
sosa:FeatureOfInterest concept was extended to
model spatial elements, systems, and physical medi-
ums on which the measure is performed. The
sosa:ObservablePropertywas extended to express the
physical phenomenon that are measured. Finally, units are
not modelled through the sosa:hasResult relation as
expressed in the online documentation of SOSA because
numerical values, are not modelled in the present ontology.
Additionally, if some of the sensors can perform various
measures, no measure can change units at runtime, but
units need to to be predefined and fixed at the installation
of the sensors.

Services and data preprocessing

The Storage level of BEMServer is in charge of attaching
a semantic to the data collected on sites. This, in addition
to the REST APIs of the Orchestration level, provides
an easy access to the data relevant to applications at
the top level of the architecture. For instance one
can obtain the list of air temperature measures in a
certain zone using correct filters in a REST route:
https://h2g-platform-core.nobatek.com/api/
v0/measures/?location_id=XXXX&observation_
type=Temperature&medium=Air6.
Such a functionality eases the integration of new applica-
tions; nevertheless, monitored data can also suffer from
different issues that can prevent them from correctly run-
ning: sensors can be offline for some periods, can diverge
from their initial calibration, or simply be measuring data
with some undesired noise. These situations can cause
corresponding time series to contain blanks (i.e., when
no data is erroneously collected) and outliers (i.e., data
that contain abnormal values). Developers of services at
the Application Level, may not be energy building experts
(for instance, front-end developers) and they should just
care about working with values that are as-correct-as pos-
sible. In order to assist them in their tasks, the BEMServer
embeds some preprocessing services so that:

• Data cleansing: blanks and outliers can be detected
and corrected;

• Resampling: time series data can be resampled at a
desired frequency;

• Conversion: time series values can be converted to a
different value unit;

6The full list of APIs is available athttps://h2g-platform-core.
nobatek.com/api/v0/api-docs/redoc

https://h2g-platform-core.nobatek.com/api/v0/measures/?location_id=XXXX&observation_type=Temperature&medium=Air
https://h2g-platform-core.nobatek.com/api/v0/measures/?location_id=XXXX&observation_type=Temperature&medium=Air
https://h2g-platform-core.nobatek.com/api/v0/measures/?location_id=XXXX&observation_type=Temperature&medium=Air
https://h2g-platform-core.nobatek.com/api/v0/api-docs/redoc
https://h2g-platform-core.nobatek.com/api/v0/api-docs/redoc
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• Operations: basic arithmetic operations can be per-
formed so as to retrieve the minimum or maximum
value of a time series on a given time range; to com-
pute the mean value or the sum of a time series on a
given time range; or to sum multiple time series.

In the case of arithmetic operations on multiple time series,
all the data must be resampled at the very same frequency.
Hence, the resampling and arithmetic services need to be
combined. In a micro-service architecture, this issue is
common and requires a services composition functional-
ity. In BEMServer, this functionality is being developed
in a semi-automatic way: services are described using an
extension of the Hydra vocabulary presented in Lanthaler
and Gütl (2013) and an API is available for end-users to
specify the way services can be composed. This way, end-
users can describe how to compose different services as
workflows to get the desired preprocessed data. For ex-
ample the data cleansing service can be first invoked, its
output transferred to the resampling service, which pre-
pares the data for the target arithmetic operation service.
This tool is currently being integrated in the solution and
has not been tested within the Hit2Gap project.

The Hit2Gap project: A Case Study
In this section, a description of real case study using BE-
MServer is presented, and some related conclusions are
provided.

Description

The Hit2Gap project aims at reducing the energy gap at
the exploitation phase of non-residential buildings. Four
different pilot sites provide case studies in four different
climate regions (Paris, Warsaw, Galway, and San Sebas-
tian). The types of the sites vary from educational build-
ings (NUIG in Galway and Nanogune in San Sebastian), to
an administrative office (Wilanow Town Hall in Warsaw)
and a commercial private office (Challenger in Paris). BE-
MServer is the central solution used to monitor those four
different buildings through the deployment of different
types of services: (i) AI-based services for energy con-
sumption prediction developed by Massana et al. (2016),
fault and detection diagnosis developed by Burgas et al.
(2018), and behavior modelling from Calis et al. (2016);
(ii) building performance simulation for the identification
of potential energy savings and discomforts, model cal-
ibration by Monari and Strachan (2017); and (iii) data
visualization services for different actors, from experts
(i.e., facility or energy managers) to non-experts (building
occupants).
A single instance of BEMServer was deployed to monitor
the 4 sites, and 16 modules were plugged at the Man-
agement Level. Another module was plugged at the Field

Level as a bridge between proprietary communication pro-
tocols (e.g., Modbus, BACNet) and the HTTP protocol.
Additionally, BEMServer is connected to OpenWeath-
erMap7, an external service that provides current and pre-
dicted weather data (for buildings that are not equipped
with a weather station).
Table 2 gives an overview of the amount of data gath-
ered by BEMServer in the Hit2Gap project. Note that
more descriptive data (i.e. floors, spaces, walls, windows,
surfaces, volumes...) are available for NUIG’s building,
than for the other three sites, since the information was
extracted from an available IFC file for NUIG, while the
other sites were manually described. In particular, in-
formation on façades, walls, slabs, windows, and windows
covering could be retrieved in a straightforward way, while
the same information is not modeled in BEMServer for the
other sites.
The number of measure points also differs from one site
to another: as shown in Table 2, a big amount of data is
collected on the French site, which is the one equipped with
an important number of sensors and meters (see column
Sensors in Table 2). In the case of the Irish site, a high
quantity of data points has been recorded because this site
was connected to the BEMServer solution almost a year
before the other ones.

Feedbacks from the experiment

The presentation of all the data handled in the storage
layer through REST APIs was of great importance during
the integration of the different modules, as the technical
complexity was hidden to end users. For BEMServer de-
velopers, coding such APIs on top of a triple store is never-
theless time consuming. Several approaches are maturing
to solve this issue, like the use of GraphQL for Linked
Data in Taelman et al. (2018) or the automatic genera-
tion of REST APIs on top of Linked Data as presented in
Schröder et al. (2018).
Preprocessing services reveal to be an important feature of
BEMServer to help software editors to develop services,
in particular for those with no expertise on building mon-
itoring. It is important to remark that raw data is still
available, so that experts can use their own preprocessing
services.
The main efforts when deploying BEMServer is to collect
metadata on building infrastructure and sensors. Such a
task requires a close cooperation with building managers
to get accurate data on measure types, units and locations.
Extracting this data from an IFC file is most of the time im-
portant, as sensors are often not reported in BIM models,
even though the schema offers concepts to do so.
The connection with the Field Level is not entirely man-

7https://openweathermap.org/

https://openweathermap.org/
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Table 2: Data storage in the Hit2Gap project
Site Building Metadata Number of Sensors Number of Data points

Challenger, Paris 199 2494 57.061.659
Nanogune, San Sebantián 139 576 4.952.007

Wilanow, Warsaw 78 136 19.616.834
NUIG, Galway 9546 350 70.694.192

aged by BEMServer, but an intermediate software is used
for its ability to connect to the main sensors protocols. De-
spite these limitations, this use case shows that BEMServer
is suitable and adaptable to handle multi-sites and multi-
tenant data in a secure way. A more complete connection
to the Field level will be studied in the future, through the
use of gateways between local networks protocols and web
APIs, such as the one in Bonino et al. (2008).
Some performance leaks were also revealed during the
project. For instance, HDF5 pilots do not handle concur-
rency, and a move to other solutions, such as InfluxDB or
DruidIO, is being studied. Also, SPARQL queries will be
optimized to offer a better response time.

Conclusion
BEMServer is an open source solution to deploy mod-
ular, secure, and semantic building energy management
solutions. It is based on different standards from the Web
(REST APIs, linked data), to ease the work of web services
developers and different storage solutions to handle het-
erogeneous data. BEMServer is based on a semantic data
model (OntoH2G), to describe measure points, as well as
occupants and user information. Thus it offers a holistic
model to represent the building and the human interaction
impacting energy consumption. The deployment of the
solution in the H2020 project Hit2Gap shows its suitabil-
ity to monitor non residential buildings, and its robustness
in a real case study. Its usage in residential buildings as
the use of a semantic layer is perhaps not useful when few
measure points are managed.
In the future, some performance issues need to be tackled
to make BEMServer more efficient. Additionally, the use
of the ifcOwl ontology made queries complex because of
the complexity of this model, thus we wish to align our
model to ontologies from the Linked Building Data W3C
group, in particular the BOT ontology, which is more con-
cise and made of direct relations between concepts, while
keeping compliance with the IFC model. Additionally,
the connection of BEMServer and Dog-Gateway will be
evaluated to handle proprietary protocols. Finally, more
preprocessing services will be developed to offer more
quality of service to end-users, like blanks and outliers
correction based on machine learning techniques.
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